Amendment to Tender Spec. No.STN-186/2010

Existing:

Page 40 Clause 2.10

Short time thermal current
:
20KA/1 Sec

And its duration

   
 The short time thermal current should 


  Suit the breaker rupturing capacity and



          Duration to suit the maximum tripping Time.

Page 48 Clause VII (1) Circuit Breaker

Copy of type test certificates shall be enclosed to the tender. The date of type test certificates shall not be later than 5 years from the date of tender opening.

May be read as:

Page 40 Clause 2.10

Short time thermal current
:
25KA/1 Sec

And its duration


The short time thermal current should




Suit the breaker rupturing capacity and



Duration to suit the maximum tripping Time.

Page 48 Clause VII (1) Circuit Breaker

Copy of type test certificates shall be enclosed to the tender. The date of type test certificates shall not be later than 10 years from the date of tender opening.

Except for the above all other terms and conditions are remain un-altered
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