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 O/o. Chief General Manager (P&MM),

       APCPDCL, 4th floor, Corporate Office,





           
                 Mint Compound, Hyderabad – 500 004.

U.O to General Manager (IT).

Sub:-
APCPDCL – P&MM wing - Placing the amendment-II to STN-190/10 in the APCPDCL Official Website – Reg. 

*****
It is requested to place the following amendment-II (placed in the P&MM wing folder of 202 folder) against the tender specification No. STN-190/10 for procurement of 5 MVA Power Transformers in the APCPDCL website immediately. 

Specification No. STN-190/10 

Amendment - II
	Sl.

No.
	Clause No.
	Existing
	Amended As

	1.
	Notice Inviting Tender Details
	(5) Delivery Schedule : The delivery of materials shall commence within one month from the date of receipt of purchase order and supply @ 1/3rd of offered quantity per month.
	(5) Delivery Schedule : Shall commence within two months from the date of receipt of purchase order and supply         @ 1/3rd of ordered quantity per month thereafter.

	2.
	Section-IV “Schedule of Materials” 
Note : 6
	Added to the existing
	(6) The bidders are requested to furnish the manufacturing and testing facilities available along with the bid.

	3.
	Section-V, “Technical Specification”
	16.1 (a) : Percentage impedance and tolerances shall as under

Rating    -   Percentage impedance value
5000KVA -    7.15 (no negative tolerance)
	16.1 (a) : Percentage impedance and tolerances shall as under

Rating   - Percentage impedance value
5000 KVA   -              7.15 

	4.
	Section-V, “Technical Specification”
	16.1 ii)
Impedance voltage at rated current (Principal tapping) : Tolerance as per IS should be only positive side.

Impedance value measured on any other tapping shall not exceed the reference value measured on principal tap by more than 10%.
	16.1 (ii) Stands Deleted

	5.
	Section-V, “Technical Specification”
Clause No. 55

“Accessories & Fittings” 
	(14) Winding temperature indicator with two contacts (mercury contacts)

(17) Oil temperature indicator (mercury contacts)


	(14) Winding temperature indicator with two contacts (mercury contacts) / Micro Switch

(17) Oil temperature indicator (mercury contacts) / Micro Switch



All other terms and conditions of the tender specification remains unaltered. 

for CHIEF GENERAL MANAGER/P&MM

To,

The General Manager/IT,

APCPDCL, Hyderabad.

U.O.No.CGM/P&MM/E-32/ STN-190/10/D.No.3816/10, Dt:02-09-2010.

