AMENDMENT 

Specification No. STN-264/2011 for procurement of 33KV 24V DC VCBs with Control Relay Panel and CTs of ratio 400-200-100/1-1A 
	Sl.

No.
	As per specification
	Amended as

	1
	IEC-56/1989 at

Page:36 schedule of materials

,page 37,Aplicable standards,
Page 38 1.10.2 & 1.19

Page 48,test I

	IEC-62271-100/2008

	2
	Page 38 ,Clause IV 1.13 

Total Break time:40 msec

	Total Break time:80 msec


	3
	Page 38 ,Clause IV 1.21 , Protection


	Sl.No.8 deleted 



   Differential protection.



	4
	Page.39 and 40 clause-IV 
Current Transformers


	Deleted 2.7 (iii) & 2.8 (III) 



	5
	Page 45 clause VI 3 (i)
Connecting Cable from Breaker to CTs 6 Core cable of 5 mtrs length from each CT i.e., total 3 x 5 = 15 mtrs / Breaker and from Breaker to Control panel 10 core cable of 10 mtrs length.


	Connecting Cable from Breaker to CTs 6 Core cable of 5 mtrs length from each CT i.e., total 3 x 5 = 15 mtrs / Breaker and from Breaker to Control panel 10 core cable of 15 mtrs length.



	6
	Page 58 para 3

Any company/vendor/supplier/contractor that is blacklisted/debarred by any other power utility is not eligible to participate in the tenders
	Any company/vendor/supplier/contractor which is blacklisted/debarred by any other power utility is not eligible to participate in the tenders

	7
	Page :52, Guaranteed Technical Particulars for Current Transformers Sl.No.07 –Core-III;                 Sl.No.08 – Core-III & Sl.No. 09 – Core III.
	Deleted 

Sl.No.07 –Core-III;    

Sl.No.08 – Core-III 

Sl.No. 09 – Core III.


All other terms and conditions of the specification remain unaltered.











Sd/-
CHIEF GENERAL MANAGER/P&MM
