Amendment to CECT-523/10 - AMR COMPATIBLE ENERGY METERS UNDER R-APDRP
	Sl.

No.
	Existing (as per Specification)
	Amended as

	1.
	Page no.40, clause 7.0

“RTC shall be synchronized with NPL time at the time of manufacture”
	As NPL is also based on GPS, suitable modifications will be issued.  

	2.
	Page No. 41, clause : 14.0 

M.D. Reset : 

(a) Communication driven reset 

(b) Local push button

(c) Auto reset at 24.00 hrs at the end of each billing cycle
	Accepted : As the OBIS code is not available this requirement will be deleted.

	3.
	Page no.42, clause 19.0 

The meter offered should have successfully passed all type tests described in the IS 14697 and the meter Data Transfer and Communication capability as per enclosed guidelines document
	The full type tests for meter shall be submitted as per IS 14697 &for Data Transfer and Communication capability the firms have to submit the test reports for those tests for which testing is available at CPRI, Bangalore as per Indian companion standard and for the balance tests for which, test facility is not available, at present, the same can be furnished at the time of actual supplies.  

	4.
	Page no.42, clause 18.0 

Tamper and fraud monitoring features : Annexure A6: 

The utility may state any of the events mentioned in the tables A6.1 to A6.6.  


	The bidder will be informed that the tamper and capture parameters shall be as per latest Indian Companion standard and the list of events for tamper will be specified at the time of placing of order. 

	5.
	Page No. 44, clause 23.0, para (2) : The bidder shall extend the guarantee of  5 years. However the backup bank guarantee provided by the bidders shall be valid for  2 years only.
	The firms will be informed that the performance bank guarantee should be given for  5 years. The line “However the backup bank guarantee provided by the bidders shall be valid for 2 years only” will be deleted.

	6.
	Page No. 44, clause 24.0,
Point (i) : …………CAT-M4 disconnecting type TBs to be used for current circuit; Panel wiring to be properly dressed and harnessed; External cables to enter panel from bottom gland plate using double compression glands.

point (ii) : Meter installation and inter-connection from existing CT/PT connections to energy meters in the panel shall be in the scope             of contractor/bidder. The external cabling from existing CT/PT to Energy meter panel shall be in the scope of purchaser.
	Accepted. The points will be deleted.

	7.
	Page no.44

Application guide for user of this specification. 
	Accepted.

	8.
	Page no. 50, clause 6.8, : 

Load Survey Capability : Load survey of 11 parameters ((KwH, KvarH Lag, KvarH Lead, KvaH, Avg PF, R-Phase voltage, Y-Phase voltage, B-Phase voltage, R-Phase current, Y-Phase current, B-Phase current) for last 60 days in its memory is required for LT CT meters and for HT meters for 36 days for 15 min IP meters and 72 days for 30 min IP meters.

The meter shall be programmed to Ministry of Powered. 

(i) No. of hours supply is available in all three phases 

(ii)  No. of hours supply is available partially in one or two phases and 

(iii)  No. of hours supply is not available in any phase for each day.
	As per the field requirement CPDCL is procuring meters with 11 Parameters for load survey for 60 days (LT Trivector) & 36/72 days (IP 15/30) for HT meters. 

As majority of the firms have agreed to provide load survey as per CPDCL requirements for the parameters mentioned in the Indian companion standard, the clause for load survey parameters will be amended as under. 

“The meter shall log all the block load profile parameters as available in the Indian companion standard for 60 days (LT Trivectors/ DTR Meters) and for 36/72 days (for IP 15/30 min) HT Trivector meters (Cat-B) in its memory”.


Contd..2

:: 2 ::

	Sl.

No.
	Existing (as per Specification)
	Amended as

	9.
	Page No 50, clause 6.9 : TIME OF DAY TARIFF/DEMAND : The meter offered shall contain provisions for multiple tariff metering (time of day metering / demand) 
	Accepted. The requirement of TOD for reactive energy will be deleted as the same is not provided in OBIS code.

	10.
	Page no.50, clause 6.4 point (ii) :

All parameters at clause 6.3
	Accepted. The point (ii) will be amended as “All parameters at clause 6.3 except cumulative MD, Rising MD, MD Rest date last six months and low battery. 

	11.
	Page no. 51, clause 6.10 “Remote Read Out Facility/Communication Capability : It has been mentioned that the Manufacturer’s may adopt protocol of his choice but should load the meter software, protocol software, dial up software and any other required software in to the base computer station of the purchaser……………………….
	Accepted.

	12.
	Bid Security : Submission of bid security in the form of DD 
	We may agree a validity of bank guarantee for 150 days against the tender validity of 120 days.


The last  date of tender downloading  is already postponed to 10-06-2010.

Except the above all other terms and conditions are as per specification.


Sd/--
CHIEF GENERAL MANAGER/P&MM
