Amendment to STN-173/10 – LT TVR METERS
1.
In Test mode, the parameters to be displayed are 

(i) Active Energy (Import)

(ii) Reactive Energy (Import)

(iii) Apparent Energy (Import)

As these meters are Import meters, the parameters to be displayed in Test mode are Import only.
2. Clause No. 6.2 (1) : 
System current test, means, it indicates the phase current / healthiness of              CT circuit.
3. Clause No. 7.0 : 1 No. cable for every 50 Nos. meters.

4. Clause No. Delivery Schedule : It should be as per Section-IV i.e. commence within 30 days and complete by 2 months thereafter.

6.
Clause No. 6.11 : Tamper and fraud protection (b) CT Bypassing : The meter should record current missing of a particular phase (i.e. R-current,  Y-current or B-current), (e) Missing Neutral : Deleted.

7.
Clause No. 8.1 : 50/5A CTs shall be wound type (Bar Primary).

8.
Clause No. 9.1 : It should be with 3 CTs only i.e. The meter should be supplied with 3 CTs in the PP Box only.

All other terms and conditions of the specification remains the same.
Sd/-
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