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O/o.Chief General Manager (P&MM),

         APCPDCL, 4th floor, Corporate Office,





           
                   Mint Compound, Hyderabad – 500 004.

	Sl.

No.
	Existing
	Amended as

	1.
	Section-IV “Qualification Requirements at para (1) : At least 20% of similar material (XLPE) offered against this Specification should be in successful operation since 2 years as on the date of opening of the Bid with documentary evidence. 
	At least 20% of similar material (XLPE & HDPE) offered against this Specification should be in successful operation since 2 years as on the date of opening of the Bid with documentary evidence.

	2.
	Section-IV “Qualification Requirements at para (4) : The bidder will furnish Type Test Results. The type tests must have been conducted on the material offered as per the relevant IS in recognized laboratory (NABL) as per the latest revision of the Technical Specification and the date of Type tests will not be later than 5 years. The Bids received without type test reports will be treated as Non-Responsive.
	The bidder will furnish Type Test Results. The type tests must have been conducted on the material offered as per the relevant IS in recognized laboratory (NABL) as per the latest revision of the Technical Specification and the date of Type tests will not be later than 5 years before commencement of supplies.


All other terms and conditions of the tender specification remains unaltered. 


Sd/-
  CHIEF GENERAL MANAGER /P&MM

To

The General Manager/ I.T,

APCPDCL, Hyderabad.

U.O.No.CGM/P&MM/E-32/ CECT-524/09/D.No.166/10, Dt:08-04-2010.
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