                                             CORRIGENDUM

Last para of Technical specification in Page no.56 of bid document shall be read as follows:

EXECUTION OF WORKS:

FOR LV SIDE OF DISTRIBUTION TRANSFORMERS OF ALL CAPACITIES. 

The  Electronic LT TVR meters shall be transported from concerned District Stores to the locations safely and the meter shall be fixed to the pole of the Distribution Transformer structure with the help of clamps made up of MS Flat 50X6 mm and with 16mm dia bolts and nuts. New LT XLPE cable of suitable size shall be run from LT bushings of the Distribution Transformer to the LT distribution box through LT CTs provided in the meter box. The meter shall be erected at a height of not less than 3 meters from ground level. After completing erection of box, running of cable and giving connections, the meter shall be tested in the presence of representative 

of Engineer for correctness of connections and satisfactory operation. 
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